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Pima County Department of Environmental Quality 
Alternative Wastewater OnSite Residential Treatment System Checklist 

for Engineers, Designers, and Site Evaluators 
per Arizona Administrative Code Title 18, Chapter 9 

General Permit 
____  Severe site or operational constraint is identified; 

OR 

____  Sewage vault is installed as a temporary measure if connection to a sewer or installation of another 
onsite wastewater treatment facility occurs within two years of the connection or installation. 

Performance 
____  Not allow a discharge from a sewage vault to the native soil or land surface, and 
____  Pump and dispose of vault contents at a sewage treatment facility or other sewage disposal 

mechanism. 

Notice of Intent to Discharge 
____  Complies with the Notice of Intent to Discharge requirements in R189A301(B) and R189 

A309(B). 

Design requirements. In addition to the requirements in R189A312 
____  Install a sewage vault with a capacity that is at least 10 times the daily design flow determined by 

R189A314(4)(a)(i), 
____  Use design elements to prevent the buoyancy of the vault if installed in an area where a high 

groundwater table may impinge on the vault, 
____  Test the sewage vault for leakage using the procedure under R189A314(5)(d), 
____  Install an alarm or signal on the vault to indicate when 85 percent of the vault capacity is reached, 
____  Contract with a person who licensed a vehicle under 18 A.A.C. 13, Article 11 to pump out the vault 

on a schedule specified within the contract to ensure that the vault is pumped before full, 
____  (Mt. Lemmon only) Sewage vault is a double containment tank with leak detectors placed between 

containment walls, 
____  (Mt. Lemmon only) Install solenoid valve on water service line to residence. 

Installation, operation, and maintenance requirements 
____  The applicant shall comply with the applicable installation, operation, and maintenance requirements 

in R189A313(A) and (B). 

Reference design 
•  An applicant may use a sewage vault that achieves the performance requirements by following a 

reference design on file with the Department. 
•  The applicant shall file a form provided by the Department for supplemental information about the 

proposed storage vault with the applicant’s submittal of the Notice of Intent to Discharge. 

Prepared by:  Date: 
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