Site Electric Service Using Grounding Rods

- Acorn clamp for ground rods

Diagram details include:
- Service Panel or Mobile home pedestal
- Main Breaker
- Grounding Bar
- Grounding Lug
- Meter
- Finish Grade
- Expose ground rod clamps prior to inspector's arrival
- Cover ground rods after inspection is approved
- (2) - 8' Copper clad ground rods, minimum 6' apart
- Bond to metal water line if present
- #4 Bare copper
- Acorn clamps to bond grounding wire to rods