
  

 

 

 

 

 

 

  

 

PIMA COUNTY 

 PROCUREMENT DEPARTMENT 

 DESIGN AND CONSTRUCTION DIVISION 
 130 W. CONGRESS STREET, 3rd FLOOR.  TUCSON, AZ. 85701 
 PHONE:  (520) 724-3731         FAX:  (520) 724-4434 

 
July 19, 2016 
 

 ADDENDUM NO. 03 
 
 
PROJECT: IFB 207424 – CONTINENTAL RANCH REGIONAL PUMP STATION 

REHABILITATION PROJECT No. 3CRS05 
 
TO ALL CONTRACTORS: 
 
Be advised of the additions, clarifications and/or changes to the above-referenced Invitation for Bid as 
stated in the following Addendum.  
 
 

1. The Bid Due Date IS CHANGED TO Wednesday, August 17, 2016 at 2:00 p.m. 

 
2. County has received additional questions regarding this project and is providing the questions and their 

answers as clarification: 

 
Q) Sheet number E10 shows a 700 amp and 900 amp switch between Vfd’s 1 and 2 and 

Transformer “T3”. It also shows (2) 700 amp switches between Vfd’s 3 and 4 and Transformer 

“T4”.  Where are these switches located? 

A) The referenced switches are moulded case circuit breakers and they are located in the low 

voltage compartment of the pad mounted transformers "T3" and "T4".  Note that Rev. 1 to 

Drawing E10 to be issued before the bid date is calling for the rating plug on the 900 ampere 

breaker to be changed to a 700 ampere rating plug. 

 

Q) Sheet number E106 shows a conduit running from the block wall to the building.  It is labeled 

“X501”, this conduit is not in the conduit schedule.  What size is this conduit and where does it run 

to and from? 

A) Conduit "X510" is 1-1/2" and runs to the SCADA panel.  This will be shown on Drawing E106 to be 

issued before the bid date. 

 

Q) The specifications included some drawings from EMA, sheets 9-33 of 134.  These drawings refer 

to control panels and wiring that doesn’t seem to be mentioned on any other drawings.  Are the 

EMA drawings for the Continental Ranch Project and if so where are the control panels they 

mention located? 

 

 

 



  

A) Keynote A on Drawing E30 references the "Pima County Standard SCADA Panel Specifications" 

(which are the EMA specifications and drawings referenced in the question), and notes that the 

Continental Ranch Upgrade Design contract drawings take precedence where there are 

differences.  There are many differences, and EMA documents are referenced to cover general 

SCADA panel construction.  Note that PCRWRD is reviewing their general SCADA panel work, 

and there may be a change regarding reference to the Pima County Standard SCADA Panel 

Specifications as a result of their review.   

 

NOTE:  County has received additional questions which will be addressed in subsequent addenda. 
 

 
  

This addendum is a total of 2 pages with no attachments. 
 
Any questions regarding this addendum should be directed to keith.rogers@pima.gov or by fax to 520-770-
4012. 
 
Bidders must acknowledge receipt of this addendum on the bid form provided in the Bid Documents.  
Failure to do so may render the bid non-responsive. 
 
                                                   
Keith E. Rogers, CPPB  
Contracts Officer 
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